


​Conformity with Technical​
​Specifications​

​INSTRUCTIONS:​
​1.​ ​Accomplish this part of RFQ correctly and accurately.​
​2.​ ​Do not alter the contents of this form in any way.​
​3.​ ​Please indicate “comply” or sign the form for compliance with the​

​specifications​

​Description​

​T​​he service provider shall conduct inspections and​
​diagnostic testing on the following:​

​Statement of​
​Compliance​

​(Please indicate​
​“comply”​​)​

​Electrical System for Broadcast Equipment​
​●​ ​Inspect power distribution units, circuit​

​breakers, connectors, and wiring harnesses.​
​●​ ​Test power supply output, voltage stability,​

​grounding, and bonding integrity.​
​●​ ​Scan for any faults using diagnostic tools; log​

​any irregularities in voltage or continuity.​
​●​ ​Test and evaluate the Uniterruptible Power​

​supply (UPS) system​
​●​ ​Check and evaluate the overall grounding​

​system.​
​●​ ​Perform visual and technical inspection for​

​damage, corrosion, and wear on all wiring​
​looms, connectors, cabling, evaluate cable​
​routing, mounting integrity, test continuity, and​
​insulation resistance.​

​HVAC (Heating, Ventilation, Air Conditioning)​
​System​

​●​ ​Evaluate HVAC performance: compressor,​
​condenser, evaporator, blowers/fans, and leak​
​test.​

​●​ ​Check refrigerant level and system pressure.​
​●​ ​Test thermostat and control circuits; verify​

​airflow and temperature output.​
​●​ ​Perform visual and technical inspection for​

​damage, corrosion, and wear on all wiring​
​looms, connectors, cabling, evaluate cable​
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​routing, mounting integrity, test continuity, and​
​insulation resistance.​

​Satellite Communication System (auto-track​
​functions)​

​●​ ​Inspect dish alignment mechanisms, motors,​
​and mounting hardware.​

​●​ ​Evaluate RF signal chain: Low Noise Blocks​
​(LNBs), High Power Amplifier (HPA), Wave​
​Guide including end-to-end connectors,​
​uplink/downlink performance.​

​●​ ​Measure signal strength and quality metrics;​
​verify antenna controller and tracking systems.​

​●​ ​Check the GPS operation for both antenna and​
​controller.​

​●​ ​Perform visual and technical inspection for​
​damage, corrosion, and wear on all wiring​
​looms, connectors, cabling, evaluate cable​
​routing, mounting integrity, test continuity, and​
​insulation resistance.​

​Generator Set (Genset)​

​●​ ​Conduct engine and alternator diagnostic check​
​(using OBD‑style or OEM diagnostic tools if​
​available).​

​●​ ​Assess starting, idling, and under-load​
​performance.​

​●​ ​Inspect battery system voltage and charging​
​diagnostics.​

​●​ ​Perform visual and technical inspection for​
​damage, corrosion, and wear on all wiring​
​looms, connectors, cabling, evaluate cable​
​routing, mounting integrity, test continuity, and​
​insulation resistance.​
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​Microwave Transmission System​

​●​ ​Verify the integrity of transmitters and their​
​accessories, all cables, including the end-to-end​
​connectors, antennas, pan and tilt motor, and​
​the controller..​

​●​ ​Conduct link stability tests.​
​●​ ​Transmission quality test and performance.​
​●​ ​Perform visual and technical inspection for​

​damage, corrosion, and wear on all wiring​
​looms, connectors, cabling, evaluate cable​
​routing, mounting integrity, test continuity, and​
​insulation resistance.​

​Deliverables - The service provider shall submit a report for the following:​

​●​ ​Diagnostic Report​​: Detailed findings for each system,​​including observed​
​conditions, measurements, and any faults or anomalies.​

​●​ ​Recommendations​​: Suggestions for necessary repairs,​​parts replacement, or​
​preventive maintenance based on diagnostic outcomes.​

​●​ ​Executive Summary​​: High-level overview of overall​​system health and critical​
​issue flags.​

​Service Provider Qualifications​

​●​ ​The service shall be in the TV Broadcast Industry Business for five (5) years.​

​Duration​

​●​ ​Start Date​​: Upon the contract award.​
​●​ ​Estimated Duration​​: Typically, 1–3 days for full​​diagnostics, depending on​

​system complexity.​

​Note:​ ​The​​winning​​bidder​​shall​​coordinate​​with​​the​​Property​​Section​​for​​the​​schedule​
​of delivery of items awarded through​​property@ptni.gov.ph​​or​​09985959472​​.​
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​By​​signing​​this​​form,​​I​​hereby​​signify​​that​​our​​company​​will​​comply​​with​​the​​Technical​​Specifications​​and​
​has​ ​the​ ​Technical,​ ​Legal​ ​and​ ​Financial​ ​capability​ ​to​ ​supply​ ​and​ ​deliver​ ​the​ ​goods​ ​described​ ​herein​
​supported by the information given in the quotation/proposal form subject to evaluation.​

​___________________________​
​Signature over Printed Name​

​___________________________​
​Position/Designation​

​__________________​
​Date​
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​QUOTATION/ PROPOSAL​
​Date:​

​Company Name:​
​Address:​
​Contact No.:​
​Email Address:​
​Business Permit No.:​
​Tax Identification No.:​
​PhilGEPS Registration Number:​
​Payment Terms:​ ​Payment​ ​shall​ ​only​ ​be​ ​made​ ​after​ ​the​ ​appropriate​

​documents​​as​​mandated​​by​​existing​​government​​rules​
​and regulations have been complied with​

​Quotation/​ ​Proposal​ ​(please​ ​indicate​ ​the​ ​kind​ ​of​ ​goods​ ​with​ ​the​ ​total​ ​bid​ ​amount​
​and any other    related   offer)​

​Item Description​ ​QTY​ ​Unit Cost​ ​Total Cost​

​Integrated Diagnostic of​
​Electrical, HVAC, RF. and​
​Power Systems including​
​Grounding Systems in DSNG​
​Van​

​One (1) Lot​

​Total Amount:                                                                                  ₱​

​General Terms and Conditions​
​1.​ ​Bidders shall provide the correct and accurate information required in the forms.​
​2.​ ​All price quotations shall be considered as fixed prices and not subject to price escalation during contract​

​implementation.​
​3.​ ​Quotations exceeding the Approved Budget for the contract shall be rejected.​
​4.​ ​Award of contract shall be made to the lowest quotation which complies with the technical specifications​

​and terms and conditions stated herein.​
​5.​ ​Any interlineations, erasures, or overwriting shall be valid only if they are signed or initiated by you or​

​your duly authorized representative.​
​6.​ ​The PTNI shall have the right to inspect the goods to confirm their conformity to the technical​

​specifications once delivered.​
​7.​ ​All items should be delivered within the period specified in the Purchase Order / Job Order.​
​8.​ ​Liquidated damages equivalent to one-tenth of one percent (0.001%) of the value of the goods not​

​delivered within the prescribed delivery period shall be imposed per day to day.​
​9.​ ​Indicate warranty period in cases of equipment or whenever applicable.​

​_______________________​
​Signature over Printed Name​

​___________________________​
​Position/Designation​

​APP G-99​
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